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Reflected Ceiling Plan

2.04.05D

Radioimmunoassay
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Functional Diagram <.04.05B
Radioimmunoassay
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Composite

Plan

2.04.00 K
Radioimmunoassay
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Matrix Data

2.04.05 A
Radioimmunoassay

ARCHITECTURAL/ACOUSTICS

Square Foot Areq Net — (1) Lab — 400
Z2) Wark Areq — 200
Finishes — Walls - (1) GW (2) GW
— Basa - (1) R 2) R
— Floor — (1) VCT(2) VCT
— Celling — (1) ACT(2) ACT
Ceiling Ht - (1 —0"
A 80"
Door Size & Type — (1) 36A,36E 223 36E
Hardware Set — (1) HO3 Z2) HO3
Ambient Noise Level — (1) NC 30-35
— (2) NC 30-35
Spesech Privacy Leval — (1) Normail
— (2) Normal
Architectural Notes -
ELECTRICAL
Ambiant llum (FC) - (1) 50 523 50
Task llum (FC) - (1) 100 2) —
Luminare Type - (1) A
2) Al
Switching — (1) Std—by Area
2) Std
Electrical Notes — 42
ref pp 20-23
MECHANICAL
Total Air Changes -(1) & 2) B
Outside Air Changes — (1) 1.5 2) 1.5
Room PressureS% -(1) =10 2) =10
Temperature (F — (1) Sum 78 Win 68
Sum 78 Win 68
Relative Hum(%) - (1) 30-860
2) 30-60
Exhaust Air — (1) No ng No
Return Air —(1) Yes 2) Yes
Filtration(%) - (1) 2500
2

Mechanical Notes

MECHANICAL PIPING

Cold Water — Yes
Hot Water — Yes
Treated Water — No
Chilled Water — No
Waste /Vent — Yes
Floor Drain — No
Steam — No
Condensate — No
Plping Notes -

JULY 1988

EQUIPMENT PROGRAM

J.S.N. Log
Code Nomenclature Qty Cat
3150 Sink, SS, Counter 3 A
LO0OOO Sarvice Module, Lab AR A
M3620 Dlapanaar, Papar Towel 3 A
P2050 Eyewash, Hand Desk 1 A
FO230 Chair, Lab 3 C
F2000 Wasta Receptacle, Off 1 c
F2010 Waosta Receptacle SS 1 c
L1670 Centrifuge, Refrigerated 2 C
L9840 Counter, Ria 3 C
M3080 Chair, Blood Drawing 1 c
M7400 Table, Instrument 1 c
R&60BO Freezer, 2dr 1 c
Re110 Refrigerator 1 C
COMMUNICATION PROGRAM

Commo Loq
Code Nomenclature Qty Cat
TLOOW Wall Outlet—54" AFF 2 A
TSCCC Countar Outlat—6” Abova 3 A
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