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Reflected Ceiling Plan

3.06.01 D
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Functional Diagram

3.06.01 B
Nurses Station
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Composite Plan 3.06.01 E
Nurses Station
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Matrix Data

3.06.01 A
Nurses Station

ARCHITECTURAL/ACOUSTICS

Square Foot Areq Net

Finishes — Walls
— Basa
— Floor
— Ceiling

Ceiling Ht

Door gSl'ze & Type

Hardware Set
Ambient Noise Level

Workroom — 150

1

2) Team Center — 200

1) GW 2) GW

1) R 2)R

1) VCT 2) VCT
?} ACT | 2) ACT |

1) 8-0 2) 8-0

1) 36A

1

1

1

E

H10
NC 35-40 Ezg NC 35-40

Speech Frivacy Level Normal 2) Normal
Archltectural Notes - 23,24
ref pp 5—6

ELECTRICAL
Ambiant llum (FC) - (1) 50 523 30
Task llum (FC) - (1) = 2) 70
Luminare Type - (1) |

2) C1,L1,1
Switching — (1) Std

2) Ext, Multi—-Sw & Std—by Araa
Electrical Netes - 33

ref pp 20-23
MECHANICAL
Total Air Changes -(1) & 2) 6
Outside Air Changes — (1) 1.5 2) 1.5
Room Pressure(Z -(1) 0 2) 0
Temperature (F — (1) Sum 7 Win 70

Sum 78 Win 70

Relative Hum(%) — (1) 30-60

2) 30-80
Exhaust Air — (1) No gzg No
Return Air - (1) Yes 2) Yes
Filtration(%) - (1) 25,80,0

2) 25,80,0

Mechanicadl Notes -

MECHANICAL PIPING

Cold Water — No
Hot Water — No
Treated Water — No
Chilled Water — No
Waste /Vent — No
Floor Drain — No
Steam — No
Condensate — No
Plping Notes -

JULY 1988

EQUIPMENT PROGRAM

J.S.N. Log
Code Nomenclature Qty Cat
M1860 Bullatin Board ] A
M1870 Magnetic Scheduling Board 1 A
M3160 Clack 1 A
X3930 llluminator, X—ray Film 1 A
FON15 Bookcase 1 C
FO2B80 Chalr, Rotary w/Arms 6 C
FQ300 Chair, Rotary w/oc Arms 3 C
FO405 Cabinet, Filing 1 C
FO750 Table, Conference 1 c
F2000 Waste Receptacle, Off 2 C
M2800 Cart, Chart Helder 1 C
EZ2500 Nurses Station, Modular 1 E
COMMUNICATION PROGRAM

Commo Loq
Code Nomenclature Qty Cat
NCoOD Duty Station 1 A
NCOOM Mastar Conrol Station 1 A
PAOOV Velume Control ] A
PAOMO Celling Speaker—Music Onlé 1 A
TLooC Counter Qutlet—6” Above CT 3 A
TLOOK CAPQOC Outlet 1 A
TLOOW Wall Outlet—54" AFF 1 A
TLOFX Facsimile Qutlet—18" AFF 1 A
TS00C Countar Outlat—6~ Abova 3 A
TSCOD Wall Outlet—18" AFF 1 A
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